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Appendix	A:		Combustion	Appliance	Protocols	‐2014	Update‐	

Combustion Appliance Testing Procedures 
Carbon Monoxide Action Levels & WAP Expectations	
 
	
	

Carbon 
Monoxide  
Level        

(in the stack) 

WAP Expectations
Auditor or Inspector   

on site 
Local WAP Agency 

Qualified Service 
Technician 

100 ppm(+) 

Inform client & WAP 
office before leaving 
site. 

Install CO detector 
before leaving site. 

Immediately 
coordinate service for 
combustion 
appliance.  

After repairs have been 
performed, contact the 
local WAP office as soon 
as possible during 
regular business hours. 

Include written appliance 
diagnosis, scope of 
repairs and combustion 
test results along with 
invoice for services. 

400 ppm(+) 

‐AND‐ 

Appliance 
Spillage is 
Identified 

Same actions as 
above. 

‐AND‐ 

Disabling the 
appliance before 
leaving site is 
required. 

Same actions as 
above. 

‐AND‐ 

Coordinate for 
provision of 
temporary space 
heating as needed 
until safety issue is 
fully resolved. 

Same actions as above. 

~Required Follow up and Verification:  From the beginning of September through the end of 

May an auditor or inspector employed by the local WAP agency (not a subcontractor/vendor) is 
required to perform a separate visit after the service work has been completed to perform a 
combustion test and to verify the appliance repairs were successful.  This follow up inspection 
and testing must be completed within two weeks of the service call date.   Note that this 
seasonal requirement is applicable for heating appliances only.  

~Recommended Follow up and Verification:  For the remainder of the year, a separate 

verification visit by a WAP employee is strongly recommended, but is not required, for heating 
appliances.  For non‐heating appliances a separate verification is strongly recommended 
throughout the calendar year. 

The previous pages in this section outline when, where and how to perform a variety of testing 
procedures on different appliance types.  The table below emphasizes important action levels 
regarding measured carbon monoxide readings and expectations for WAP agencies. 
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