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Appendix	C:	Worst‐Case	Draft	Testing	Form	(2015	Update)	

Client/ Job:  _____________________________     Today’s Testing Date:  __________________                                       

Person Conducting Tests: ______________________        Outdoor Temperature: _________   F                                         

Today’s Worst‐Case Testing is:                  Pre‐Wx   or                 During ‐Wx    or               Post‐Wx                                       

Blower Door Reading at Energy Audit (CFM50) : _____________________   

Today’s Blower Door Reading (CFM50) : ________________________  

   5 ACH50 in this house =___________(CFM50)       10 ACH50 in this house =___________(CFM50) 

Baseline Pressure Measurement 

 

 

Appliance # 1:                                            Record all info and test results below            

      

Record Baseline Pressure in CAZ  Pa  (indicate one) 

‐ 6(+)  ‐ 5  ‐ 4  ‐ 3  ‐ 2  ‐1  0 + 1  + 2  + 3  + 4  + 5 

This home includes all of the appliances indicated below  (Write‐in all that apply) 

# 1:  # 2:  # 3: 

Heating 
System 

Hot Water  Oil  Propane  Natural Gas 

Record Worst Case Depressurization  Pa  (indicate one) 
‐ 9(+)  ‐ 8  ‐ 7  ‐ 6  ‐ 5  ‐ 4  ‐ 3  ‐ 2  ‐ 1  0  + 1  + 2 

Appliance is Category 1; Atmospheric       or       It’s Category 1; Induced Draft 

Record the Draft Reading at Worst Case Pa  (indicate one) 

‐ 9(+)  ‐ 8  ‐ 7  ‐ 6  ‐ 5  ‐ 4  ‐ 3  ‐ 2  ‐ 1  0  Failed 
Spillage Test 

It’s Category 3 or 4 
AND IT IS ALSO 
Direct‐Vent/Sealed‐Combustion 

It’s Category 3 or 4
                                          BUT IT IS NOT

Direct‐Vent/Sealed‐Combustion

* Remember to record the long term average number before you zero out your digital gauge.       
Set up the gage to measure the pressure difference between the CAZ and the outdoors.  The 
gauge should be setup to read the CAZ pressure with reference to (WRT) outside pressure.   All 
exterior windows and doors need to be closed and all appliances need to be turned off.   

Worst Case Depressurization Test Results 

Worst Case Spillage & Draft Test Results 

If Category 3 or 4 only do Worst‐Case 
CAZ depressurization & Spillage testing 
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Appendix	C:	Worst‐Case	Draft	Testing	Form	

Testing & Recording Results for Additional Combustion Appliances 

 

 

  Appliance # 2:                                          Record all info and test results below            

 

   

Heating 
System 

Hot Water  Oil  Propane  Natural Gas 

Record Worst Case Depressurization  Pa  (indicate one) 
‐ 9(+)  ‐ 8  ‐ 7  ‐ 6  ‐ 5  ‐ 4  ‐ 3  ‐ 2  ‐ 1  0  + 1  + 2 

Appliance is Category 1; Atmospheric       or       It’s Category 1; Induced Draft 

Record the Draft Reading at Worst Case Pa  (indicate one) 

‐ 9(+)  ‐ 8  ‐ 7  ‐ 6  ‐ 5  ‐ 4  ‐ 3  ‐ 2  ‐ 1  0  Failed 
Spillage Test 

It’s Category 3 or 4 
AND IT IS ALSO 
Direct‐Vent/Sealed‐Combustion 

It’s Category 3 or 4
                                          BUT IT IS NOT

Direct‐Vent/Sealed‐Combustion

When appliances share a flue/chimney, test the smallest btu rated unit first and wait for 
the chimney to cool before testing the other.  Abort the testing whenever any appliance 
spills for longer than 1 minute.  The appliance has failed the spillage test.  If appliance 
does not spill, then perform a worst case draft test and refer to the Minimum Acceptable 
Worst Case Draft Table to see if the strength of the appliance draft is adequate. 

Worst Case Depressurization Test Results 

Worst Case Spillage & Draft Test Results 

If Category 3 or 4 only do Worst‐Case 
CAZ depressurization & Spillage testing 
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Appendix	C:	Worst‐Case	Draft	Testing	Form	

Testing & Recording Results for Additional Combustion Appliances 

 

 

  Appliance # 3:                                          Record all info and test results below            

 

 

Heating 
System 

Hot Water  Oil  Propane  Natural Gas 

Record Worst Case Depressurization  Pa  (indicate one) 
‐ 9(+)  ‐ 8  ‐ 7  ‐ 6  ‐ 5  ‐ 4  ‐ 3  ‐ 2  ‐ 1  0  + 1  + 2 

Appliance is Category 1; Atmospheric       or       It’s Category 1; Induced Draft 

Record the Draft Reading at Worst Case Pa  (indicate one) 

‐ 9(+)  ‐ 8  ‐ 7  ‐ 6  ‐ 5  ‐ 4  ‐ 3  ‐ 2  ‐ 1  0  Failed 
Spillage Test 

It’s Category 3 or 4 
AND IT IS ALSO 
Direct‐Vent/Sealed‐Combustion 

It’s Category 3 or 4
                                          BUT IT IS NOT

Direct‐Vent/Sealed‐Combustion

When appliances share a flue/chimney, test the smallest btu rated unit first and wait for 
the chimney to cool before testing the other.  Abort the testing whenever any appliance 
spills for longer than 1 minute.  The appliance has failed the spillage test.  If appliance 
does not spill, then perform a worst case draft test and refer to the Minimum Acceptable 
Worst Case Draft Table to see if the strength of the appliance draft is adequate. 

Worst Case Depressurization Test Results 

Worst Case Spillage & Draft Test Results 

If Category 3 or 4 only do Worst‐Case 
CAZ depressurization & Spillage testing 
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